TEST RESULTS PATE @3=1S=13
SURE-CLAMP ACCESS
LEAKAGE RATES INCLUDE
SURE-CLAMP ACCESS/TwWO SURE CLAMPS

SURE-CL AMP SQUARE FOOT ALLOWABLE
ACCESS SIZE SURFACE AREA CFM LEAKAGE +10¥6 +8Y6 +6%6 +4V¥6 +2W%6 (V6 -—2W6 —4¥6 -—EV6 —-8vs Q%6

6'x6°x18” LONG | 9.09 2.40 026|028 031 | 0.23] 0.00 020] 030} 031]0.37] 040
8“x8“x18”LONG | 10.80 2.86 035(0.37|030{ 026/ 0.10 0211026030 043|045
10"x10“x18” LONG| 12.63 3.34 0.03| 0.03| 0.07 | 0.00 | 0.00 0.00 | 0.04 | 0.04 | 0.04 | 0.10
12°x12°x18“LONG| 11.82 3.13 0.03| 0.00 | 0.00 | 0.00 | 0.00 0.04 ( 007|007] 016 | 0.18
14°x14“x18“LONG| 13.87 3.67 0.00 | 0.00 | 0.00 { 0.00 { 0.00 0.00 { 004} 0.04 | 0.04 | 0.07
16“x16“x18“LONG| 16.04 4.25 0.00 | 0.00 | 0.00 { 0.00 | 0.00 0.04 | 007} 007|012 | 012
18°x18“x18“LONG| 18.32 4.85 013} 008 ) 0.04 | 0.00 | 0.10 0.04 044} 113 | 128 | 1.84
AVERAGE

TEST RESULTS 13.22* 3.0 0.11*< 0.10** 0.10** 0.07** 0.02** 0.07*" 0.17*% 0.28*°0.34"°0.45"

TESTED SURE CLAMP ACCESS ALLOWABLE CFM LEAKAGE
1. SURE-FLANGE SIZE 1 1/8* RADIUS 1. SMACNA FIRST EBIT8N.1985. LEAKAGE CLASS 6 AT 10' W.G.

2. SURE-CLAMP SIZE 9/16” X 1 3/8° X 9/16° ‘M\EE 26.5\CFM PER 100 SQUARE FT



